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PORTABLE FIRE EQUIPMENT REPORT
VESSEL/INSTALLATION: /¢, ¢ JOB#: /oog =09 4

DATE: /7 ;i ¢
FPS was called to the above named vessel to perform a)n inspection of portable fire equipment.
Upon arrival, technician met with (Captam/Ofﬁcer) LA« Sl or g to notify
of our arrival and receive instructions. After receiving instructions, the inspection went as

follows:
Portable CO2 Extinguishers were Semi-Portable equipment included:
.| inspected, weighed and hoses and horns __dry chemical ___foam ___CO2
- checked. . *~ | All units listed on the report were inspected.
Portable dry chemical fire extinguishers A visual check of the outer shell was
| were inspected, powder fluffed, hoses and _ | completed. Valves were operated. Hoses un-
+" | nozzles checked. " | racked, blown clear and re-racked.
Portable Foam Fire Extinguishers were Where applicable propellant CO2/N2
inspected, hoses and nozzles checked. - | eylinder(s) were inspected and weighed.
Foam Extinguishers AB semi portable units were serviced,
Type(s): emptied, cleaned and recharged with new
. | Visually checked for contents. ~ | foam.
AB units were annual serviced- empted, Type: Foam Extinguishers were
cleaned and recharged with new foam. . .+ | emptied, cleaned and recharged.
Water Extinguishers were inspected, | Dry powder units were fluffed, nozzles and
hoses and nozzles checked. .| hoses checked and piping blown clear.
Cartridges were weighed and seal disc Information recorded on inspection report
¢ "= | checked on cartridge operated units. with all units found in need of service
- | Gauges were checked for correct pressure .- | marked with appropriate number noting
| on stored pressure units. - type of service required.
Units found to need service were: All deficient items discussed with Captain
Left on board un-serviced and untagged as or representative. Repair report issued?
instructed. -~ | Yes No
Units found to need service were: gathered All equipment removed for service was
by __ FPS ___ VESSEL CREW and ’ returned to vessel serviced, tagged and
| removed to shop for service as mstructed - | ready for use.
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